
APLHGR 

3.2.1 

 

3.2 POWER DISTRIBUTION LIMITS 

 

3.2.1 AVERAGE PLANAR LINEAR HEAT GENERATION RATE (APLHGR) 

 

LCO 3.2.1 All APLHGRs shall be less than or equal to the limits specified in the 

COLR. 

 

APPLICABILITY: THERMAL POWER  25% RTP. 

 

ACTIONS 

CONDITION REQUIRED ACTION 
COMPLETION 

TIME 

 

A. Any APLHGR not 

within limits. 

 

 

A.1 Restore APLHGR(s) to within 

limits. 

 

 

2 hours 

 

 

B. Required Action and 

associated Completion 

Time not met. 

 

 

B.1 Reduce THERMAL POWER to < 

25% RTP. 

 

 

4 hours 

 

 

 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE FREQUENCY 

 

SR 3.2.1.1 Verify all APLHGRs are less than or equal 

to the limits specified in the COLR. 

 

 

Once within 12 hours after 

 25% RTP 

 

AND 

 

24 hours thereafter 
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MCPR 

3.2.2 

 

3.2 POWER DISTRIBUTION LIMITS 

 

3.2.2 MINIMUM CRITICAL POWER RATIO (MCPR) 

 

LCO 3.2.2 All MCPRs shall be greater than or equal to the MCPR operating 

limits specified in the COLR. 

 

APPLICABILITY: THERMAL POWER  25% RTP. 

 

ACTIONS 

CONDITION REQUIRED ACTION 
COMPLETION 

TIME 

 

A. Any MCPR not within 

limits. 

 

 

A.1 Restore MCPR(s) to within limits. 

 

 

2 hours 

 

B. Required Action and 

associated Completion 

Time not met. 

 

 

B.1 Reduce THERMAL POWER to < 

25% RTP. 

 

 

4 hours 

 

 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE FREQUENCY 

 

SR 3.2.2.1 Verify all MCPRs are greater than or equal 

to the limits specified in the COLR. 

 

 

Once within 12 hours after 

 25% RTP 

 

AND 

 

24 hours thereafter 
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LHGR FANP Fuels 

3.2.3 

 

3.2 POWER DISTRIBUTION LIMITS 

 

3.2.3 LINEAR HEAT GENERATION RATE (LHGR) (FANP Fuels) 

 

LCO 3.2.3 All LHGRs shall be less than or equal to the limits specified in the 

COLR. 

 

APPLICABILITY: THERMAL POWER  25% RTP. 

 

ACTIONS 

CONDITION REQUIRED ACTION 
COMPLETION 

TIME 

 

A. Any LHGR not within 

limits. 

 

 

A.1 Restore LHGR(s) to within limits. 

 

 

2 hours 

 

B. Required Action and 

associated Completion 

Time not met. 

 

 

B.1 Reduce THERMAL POWER to < 

25% RTP. 

 

 

4 hours 

 

 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE FREQUENCY 

 

SR 3.2.3.1 Verify all LHGRs are less than or equal to 

the limits specified in the COLR. 

 

 

Once within 12 hours after 

 25% RTP 

 

AND 

 

24 hours thereafter 
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